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DETAIL OF THREE (3) ,/ TRACE WIRE
WIRE SPLICE i
—— BRANCH SPLICE AT ALL TEES
FIRE HYDRANTS & SERVICE TAPS
HALF HITCH AT ALL SERVICE TAPS
& EACH END OF ALL FITTINGS
CUTAWAY DETAIL OF A
TWO (2) WIRE SPLICE
NOTES:

1. TRACE WIRE IS REQUIRED ON ALL PIPE AS NOTED BY S.L.C.U. AND THE ENGINEER,
AND SHOWN IN STANDARD DETAILS.

2. INCLUDE ALL COST OF MATERIAL & LABOR IN PRICE OF PIPE.

3. CONTRACTOR IS RESPONSIBLE FOR CONTINUITY OF ALL TRACE WIRE.

fech
a |

ST. LUCIE COUNTY
WATER & WASTEWATER TRACE WIRE DETAIL
CONSTRUCTION STANDARDS

| DRAWING NUMBER:

G9




